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______________________________________________________________________ 
 
ABSTRACT 
 
The Scarsdale UFSD retained Regulatory Compliance to conduct a follow-up indoor air 
quality (IAQ) at the Greenacres School. Mold samples were collected in pre-identified 
areas in the building.  
 
The organisms identified in the majority of the indoor air samples collected are typically 
those found in the air from the exterior of the building. The non-classroom side of the 
basement had a MoldSCORE that ranged from 106 – 173, which indicates that there is a 
low probability that the spores originated inside the basement with the exception of 
custodial storage room, which has a moderate probability. The organisms identified in the 
indoor air samples collected in the student occupied areas had a MoldSCORE that ranged 
from 115 - 171, which indicates that there is a low probability that the spores originated 
inside the classrooms with the exception of classrooms 9, 2B and the Teacher’s Lounge, 
which has a moderate probability. There was no visual mold growth identified in any of 
the locations investigated.  
 
Generally, a moderate probability means that the results are inconclusive, and suggests 
that a more detailed inspection may make sense if there are any other reasons to believe 
that mold growth could be a problem in this location. Indoor mold growth is a possibility, 
but was not confirmed in the areas sampled at the time of the inspection. Factors such as 
recent cleaning, HVAC cycles, high winds, rain, or other indoor or outdoor conditions 
could have contributed to a moderate probability in the absence of indoor mold growth.  

Bioaerosol sampling only represents a snap shot in time and the “true” average 
concentration of microorganisms may differ. 

Molds are part of the natural environment, and can be found everywhere, indoors and 
outdoors. They are found in schools, homes, hospitals, industry etc. Outdoors, molds play 
a part in nature by breaking down dead organic matter such as fallen leaves and dead 
trees. It is impossible to get rid of all mold and mold spores indoors; some mold spores 
will be found floating through the air and in house/school dust.  However, mold is not 
usually a problem, unless it begins growing indoors and not appropriately corrected. 
Mold exposure can irritate the eyes, skin, nose, throat, and lungs of both mold-allergic 
and non-allergic people. Symptoms other than the allergic and irritant types are not 
commonly reported as a result of inhaling mold.  
 
Although it isn’t required, it is recommended, that in the areas with a MoldSCORE of 
150 or greater, that the school clean and disinfect all surfaces, clean and disinfect the 
areas beneath any sinks, replace any damaged/water stained ceiling tiles, clean and 
disinfect window air conditioning units. Inspect and ensure that the unit ventilators are 
clean and replace filters changed as needed.  
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None of the information contained herein should be construed as medical advice. Only a 
qualified physician should make any decision relative to medical significance.  
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1.0 INTRODUCTION 
 
The Scarsdale UFSD retained Regulatory Compliance to conduct a follow-up indoor air 
quality (IAQ) at the Greenacres School. Mold samples were collected in pre-identified 
areas in the building.  
 
Environmental Conditions  (1/22/18): 43  0 F and 80% RH. Precipitation event: None 
 
A baseline IAQ was conducted to determine if the concerns were related to the 
environment of the building. The investigation consisted of the following: 
 

● Biological  sampling 
 
● Temperature (T) 

 
● Relative humidity (RH) 

 
 
1.1 REASON FOR CHOOSING THE SAMPLING PARAMETERS 
 
 
1.1.1 Temperature (T) and Relative Humidity (RH)  are considered thermal comfort 
variables and should not be overlooked. The majority of indoor air quality (IAQ) 
complaints are related to these 2 parameters. Furthermore, temperature and humidity are 
variables that affect other indoor air contaminates. American Society of Heating, 
Refrigeration, and Air Conditioning Engineers (ASHRAE) has published guidelines 
describing thermal environmental conditions (ASHRAE Standard 55-1992, Thermal 
Environmental Conditions for Human Occupancy). These guidelines are intended to 
achieve thermal conditions in a given environment that at least 80% of the persons who 
occupy that environment will find acceptable or “comfortable.” Temperature and 
humidity are comfort parameters that have been cited as the source of over 35% of indoor 
air quality complaints. Dry air can affect the human body by causing respiratory ailments 
such as asthma, bronchitis, sinusitis, and nosebleeds, or general dehydration since the 
body fluids are depleted during respiration. Skin moisture evaporation can cause skin 
irritations and eye itching and the “apparent temperature” of the air is lower than what the 
thermometer indicates and the body “feels” colder. 
 
1.1.2 Bioaerosols  are airborne particles, large molecules, or volatile compounds that 
are living or were released from a living organism.  The concern regarding the indoor 
environments is centered on fungi. Fungi are ubiquitous organisms that can be found in 
indoor environments wherever food and moisture conditions are conducive to their 
growth.  The microorganisms found in outdoor air grow on moist surfaces of leaves and 
soils; these organisms infiltrate into the indoor environment or may be transported into 
the building by people.  Thus, fungi and bacteria are commonly found in indoor air and 
on the surfaces of floor, wall, and ceiling systems or on surfaces in air-handling 
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equipment. When mold spores are present in large numbers, they can cause allergic 
reactions, asthma episodes, infections and other respiratory problems. Although proof of 
the connection between specific exposures and symptoms is often impossible to obtain, it 
is possible to demonstrate bioaerosol reservoirs, amplifiers, and disseminators during the 
inspection. 
 
1.1.3 Individual susceptibility , the aforementioned factors do not affect all people 
equally: susceptibility varies with a range of factors such as atopy (predisposition to 
allergic sensitization), prior exposure, stress and gender. In some cases, the basis of the 
relationship is not clear. 
 
 
1.2 SAMPLING METHODOLOGY 
Temperature and humidity were measured using the EXTECH Thermo-Hygrometer. 
Biological, non-viable, total spore count samples were collected on Air-O-Cell cassettes 
at a flow rate of 10 liters per minute for approximately 10 minutes. The samples were 
sent to Environmental Laboratory Services (EM Lab) for identification. 
 
 
2.0 RESULTS 
 
Table 2.1 Bioaerosol Samples (for details see the attached report for the 
Non-Classroom Side Basement): 
 

MoldSCORE MoldSCORE 
Sample  Conc.  Compared to Compared to  
Location (spores/M 3 ) Outside Sample #1 Outside Sample #2  
PTA Storage Room 480 116 106 
Custodial Office 330 132 124 
Custodial Storage Room 680 173 160 
Boiler Room 610 139 126 

Outside #1 840 NA NA  
Outside #2 810 NA NA  
 
Note: CFU/M 3 = Colony-forming units per cubic meter; NA = not applicable; BDL = below detectable limit; Spores/M3 = spores per 
cubic meter; Outside Sample #1 collected at basement entrance; Outside Sample #2 collected in the courtyard 
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Table 2.2 Bioaerosol Samples (for details see the attached report): 

MoldSCORE MoldSCORE 
Sample  Conc.  Compared to Compared to  
Location (spores/M 3 ) Outside Sample #1 Outside Sample #2  
Classroom 2B   770 171 166 
Classroom 20   300 128 126 
Classroom 35   220 123 121 
Psychologist Office   330 134 132 
Classroom 7A   339 115 117 
Teacher’s Lounge   500 156 153 
Classroom 9   630 169 166 
Outdoor #1   740 NA NA 
Outdoor #2   810 NA NA 
 
Note: CFU/M 3 = Colony-forming units per cubic meter; NA = not applicable; BDL = below detectable limit; Spores/M3 = spores per 
cubic meter; Outside Sample #1 collected outside Psychologist Office; Outside Sample #2 collected in the courtyard 

 
 

3.0 OBSERVATIONS AND DISCUSSION 
 
3.1 Temperature and Humidity : Humidity, like temperature exerts a powerful effect 
on building inhabitants. The direct consequence of high humidity is discomfort. Highly 
saturated warm air reduces the body’s ability to lose heat and can increase levels of body 
odors. The chief problem with high indoor humidity from a health standpoint is the 
potential for mold growth. Humidity levels greater than 30% increase the potential for 
mold growth and high humidity, 60% or greater can cause biological contamination. Dry 
air can affect the human body by causing respiratory ailments such as asthma, bronchitis, 
sinusitis, and nosebleeds, or general dehydration since the body fluids are depleted during 
respiration. Skin moisture evaporation can cause skin irritations and eye itching and the 
“apparent temperature” of the air is lower than what the thermometer indicates and the 
body “feels” colder. The humidity level in the building is typical of building without 
mechanical ventilation during the winter months. 
 

Recommended Ranges of Temperature and Relative Humidity 
 

            Relative   Winter Summer 
Humidity         Temperature _ Temperature 
30% 68.5 o F – 75.5 o F 74.0 o F – 80.0 o F 
40% 68.0 o F – 75.0 o F 73.5 o F – 80.0 o F 
50% 68.0 o F – 74.5 o F 73.0 o F – 79.0 o F 
60%                 67.5 o F – 74.0 o F           73.0 o F – 78.5 o F 
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3.2 Bioaerosols:  Samples were collected from selected areas in the building and an 
outside sample was collected to determine the organisms that occupy the ambient air 
(mycoflora) at the time of the investigation.  
 
Because there can be such variation in spore trap samples the statistical significance from 
collecting few samples is very limited and no single particulate sample is representative 
of any environment (the particles are never randomly distributed in the space, especially 
when the particles are bioaerosols), therefore, two (2) outdoor air samples were collected. 
Two outdoor air samples will help provide a more complete picture of what is in the air 
that may be entering the building through windows and doors at times when they are 
open. 

Samples were collected in pre-identified areas in the building. The organisms identified 
in the majority of the indoor air samples collected are typically those found in the air 
from the exterior of the building.  

A MoldSCORE rating greater than 150 indicates a moderate probability that the spores 
originated from inside the building and greater than 250 indicates a high probability. 
Bioaerosol sampling only represents a snap shot in time and the “true” average 
concentration of microorganisms may differ. 

The non-classroom side of the basement had a MoldSCORE that ranged from 106 – 173, 
which indicates that there is a low probability that the spores originated inside the 
basement with the exception of custodial storage room, which has a moderate probability. 
The organisms identified in the indoor air samples collected in the student occupied areas 
had a MoldSCORE that ranged from 115 - 171, which indicates that there is a low 
probability that the spores originated inside the classrooms with the exception of 
classrooms 9, 2B and the Teacher’s Lounge, which has a moderate probability. There was 
no visual mold growth identified in any of the locations investigated. 

Molds are part of the natural environment, and can be found everywhere, indoors and 
outdoors. They are found in schools, homes, hospitals, industry etc. Outdoors, molds play 
a part in nature by breaking down dead organic matter such as fallen leaves and dead 
trees. It is impossible to get rid of all mold and mold spores indoors; some mold spores 
will be found floating through the air and in house/school dust.  However,  m old is not 
usually a problem, unless it begins growing indoors and not appropriately corrected. 
Mold exposure can irritate the eyes, skin, nose, throat, and lungs of both mold-allergic 
and non-allergic people. Symptoms other than the allergic and irritant types are not 
commonly reported as a result of inhaling mold.  

 
The presence of fungi in the air does not necessitate that people will be or exhibit health 
effects. In order for humans to be exposed indoors, fungal spores, fragments, or 
metabolites must be released into the air and inhaled, physically contacted (dermal 
exposure), or ingested. Whether or not symptoms develop in people exposed to fungi 
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depends on the nature of the fungal material (e.g., allergenic, toxic, or infectious), the 
amount of exposure, and the susceptibility of exposed persons. Susceptibility varies with 
the genetic predisposition (e.g., allergic reactions do not always occur in all individuals), 
age, state of health, and concurrent exposures. For this reason and because measurements 
are not standardized and biological markers of exposures to fungi are largely unknown, it 
is not possible to determine a “safe” or “unsafe” levels of exposure for people in general. 
Since there is no biological concentration standards or permissible exposure limits 
(PELs) against which to compare a particular bioaerosol result, we are forced to use 
several tools to assist in the interpretation of the bioaerosol results. 

 
The current approach relies on the comparisons of indoor vs. outdoor results and 
complaint vs. non-complaint area results.  

 
1. Indoor levels that are below outdoor levels are usually not a concern, unless the 

speciazation identifies an opportunistic pathogen. 
2. Compare the total concentrations form indoor, outdoor, complaint and 

non-complaint areas. Indoor levels may be greater than the exterior sample 
concentration (a concentration effect might be occurring or the outdoor 
environmental conditions may be prohibiting reproduction or removing the spores 
from the air). 

3. Compare fungal genera and species, similar genera and species should be present 
in the exterior and interior samples, complaint and non-complaint samples. 
 

Another tool that was developed by EM Laboratory Inc, is a proprietary statistical 
calculation called a MoldSCORE  TM . The MoldSCORE  TM  is a specliazed method for 
examining air-sampling spore data only data. The statistical values lay between 100 and 
300, the lower the score the greater the likihood that the indoor spores originated from the 
outdoors. The organisms identified in the indoor air samples are typically those found in 
the air from the exterior of the building. The MoldSCORE  TM.   suggest that the mold 
identified in the areas surveyed is from an exterior source.  

 
It must be noted that these numerical values are only an assumption based on experience 
and scientific literature. The numbers are artificial and should not be used as a health and 
safety standard. It should also be noted, that rather than focusing on specific kinds of 
fungi or on quantitative measurements of fungal prevalence, the ACGIH approach has 
been to emphasize that actual fungal growth in indoor environments is inappropriate and 
may lead to exposure and adverse health affect. 
 
3.3 Carpets, throw rugs and upholstery (throw cushions):  Carpets are generally 
used in the classroom or hallways to reduce the noise levels or to create a softer walking 
surface and throw rugs are commonly used in classrooms to crate a soft-sitting surface for 
younger students. However, carpets and throw rugs require maintenance and they do not 
clean as well as hard non-porus surfaces (floor tile).  These fleecy materials become sinks 
or reservoirs where microorganisms accumulate (dust mites, bacteria and mold). If this 
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material becomes wet and does not dry within 48 hours or if an object is placed on a wet 
carpet, preventing it from drying, fungus and bacterial will grow. Cleaning a carpet with  
fungal growth is difficult to accomplish and therefore, removal is usually the best option. 
Therefore, it is important that the throw carpet and pillows be periodically removed and 
cleaned. If occupants of the classroom develop an allergy the practice of using carpet 
and/or cushions should be discontinued. 
 
 
3.4 Asthma:  A number of occupants openly indicted that they were either asthmatic 
or suffered from allergies or other respiratory illness. Americans spend up to 90% of their 
time indoors. Therefore, indoor allergens and irritants can play a significant role in 
triggering asthma attacks.  Some of the most common indoor asthma triggers include 
secondhand smoke, dust mites, mold, cockroaches and other pests, household pets, and 
combustion byproducts.  
 
 
3.5 Building Inspection:  
 
3.5.1 Internal Building Inspection:  The affected rooms were inspected and appeared 
to be dry. The mechanical room next to the PTA storage room has an active sump pump. 
Overall, the basement is used as a storage and shop area, custodial office space and the 
boiler room. The basement is below grade and isolated from the remainder of the 
basement. The is a portion of the basement that is student occupied (classrooms) was 
found to be clean and dry. The other areas of the building that were inspected also found 
to be clean and dry. 

 
4.0 CONCLUSION 
 
The organisms identified in the majority of the indoor air samples collected are typically 
those found in the air from the exterior of the building. The non-classroom side of the 
basement had a MoldSCORE that ranged from 106 – 173, which indicates that there is a 
low probability that the spores originated inside the basement with the exception of 
custodial storage room, which has a moderate probability. The organisms identified in the 
indoor air samples collected in the student occupied areas had a MoldSCORE that ranged 
from 115 - 171, which indicates that there is a low probability that the spores originated 
inside the classrooms with the exception of classrooms 9, 2B and the Teacher’s Lounge, 
which has a moderate probability. There was no visual mold growth identified in any of 
the locations investigated. Therefore, it doesn’t appear that mold has colonized the areas 
of investigation. Although it isn’t required, it is recommended, that in the areas with a 
MoldSCORE of 150 or greater, that the school clean and disinfect all surfaces, clean and 
disinfect the areas beneath the sinks, replace any damaged/water stained ceiling tiles, 
clean and disinfect window air conditioning units. Inspect and ensure that the unit 
ventilators are clean and replace filters changed as needed.  
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Bioaerosol sampling only represents a snap shot in time and the “true” average 
concentration of microorganisms may differ. None of the information contained herein 
should be construed as medical advice. Only a qualified physician should make any 
decision relative to medical significance. 
 
 
5.0 RECOMMENDATIONS 
 
The following recommendations apply to areas that had a MoldSCORE of 150 or greater. 
 

● Clean and disinfect the areas. 
 

● Inspect the area for water intrusion and correct if identified. 
 

● Inspect and clean window AC units. 
 

● Clean and disinfect the cabinets beneath the sink. 
 

● Replace any damaged/water stained ceiling tiles. 
 

● Clean and disinfect the ventilation grills. 
 

● Inspect and clean unit ventilators/replace filters as needed. 
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